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PARTITION TYPES

EDB C FA G

VARIES - REF PLAN

5"

81/2"

11/4" 21/2" 31/2" 11/4" 10" CLEAR
3 3/4" @ E2R
3 1/8" @ E1R

5 7/8" @ E4R
4 7/8" @ A1,A1R

5 1/2" @ A4,A4R
6 1/8" @ A2,A2R

7 1/4" @A3, A3R
9 7/8" @ E3R

5"
 M

IN

4 7/8" @ A3
6 7/8" @ A4

2 7/8" @ A1
3 3/4" @ A2

VARIES - SEE PLAN

FLOOR SLAB

SCHED. BASE

5/8" PTD GWB

LINE OF FINISH CEILING

5/8" GWB CROSS
BRACING

5/8" PTD GWB

FLOOR SLAB

UNDERSIDE OF
STRUCTURE

LINE OF FINISH CEILING

5/8" PTD GWB

EXISTING / NEW
PARTITION OR COLUMN

SHIM AS REQ'D

FLOOR SLAB

CONT ACOUSTICAL
SEALANT

SCHED BASE

UNDERSIDE OF
STRUCTURE

MTL STUD FRAMING
@ 16" O.C.

UNDERSIDE OF
STRUCTURE

LINE OF FINISH CEILING

CONT. ACOUSTICAL
SEALANT

CONT. ACOUSTICAL
SEALANT

FLOOR SLAB

SCHED. BASE

(2) 5/8" GWB
PTD GWB, EA SIDE

SOUND ATTENTUATION
FIBERGLASS BATT INSUL.

CONT ACOUSTICAL
SEALANT

MTL STUD FRAMING

UNDERSIDE OF
STRUCTURE

LINE OF FINISH CEILING

EXTEND GWB ABV ADJ CLG

SCHED BASE

5/8" PTD GWB
SECOND LAYER OF 5/8"
PTD GWB AS NOTED

UNDERSIDE OF
STRUCTURE

LINE OF FINISH CEILING

CONT. ACOUSTICAL
SEALANT

FLOOR SLAB

SCHED. BASE

EXTEND GWB TO STRUCT

MTL STUD FRAMING

CONT SEALANT

MTL DECK PROFILE
CLOSURE PANEL

MTL STUD FRAMING

MTL STUD FRAMING

1" AIRSPACE

UNDERSIDE OF
STRUCTURE

CONT ACOUSTICAL
SEALANT

LINE OF FINISH CEILING

FLOOR SLAB

CONT ACOUSTICAL
SEALANT

SECURE MTL J RUNNER
TO FLOOR SLAB

SECURE MTL J RUNNER
TO FLOOR SLAB

1, 2, OR 3 LAYERS 5/8" PTD GWB

1" FIRE RATED GWB
SHAFT LINER

MTL C-H STUD
@ 16" OC

SOUND ATTENUATION
FIBERGLASS BATT

UNDERSIDE OF
STRUCTURE

LINE OF FINISH CEILING

FLOOR SLAB

CONT ACOUSTICAL
SEALANT

SCHED BASE

SHIM AS REQ'D

5/8" PTD GWB

EXISTING WALL

SOUND ATTENUATION
FIBERGLASS BATT

SOUND ATTENUATION
FIBERGLASS BATT

MTL DECK PROFILE
CLOSURE PANEL

SOUND ATTENUATION
FIBERGLASS BATT
INSUL AT CHASE W/
TOILET ROOM
EACH SIDE

M
IN

HEAD

TYP

HEAD

HT VARIES

PLAN

HT VARIES

HEAD

PLAN

BASE BASE

TYPICAL CHASE WALL

PLAN

HEAD

HT VARIES

PLAN

BASE

TYPICAL MTL STUD PARTITION
(RATED & NON-RATED)

BASE

TYPICAL MTL STUD FURRING

HT VARIES

HEAD

HT VARIES

SHAFT SIDE

PLAN

BASE

RATED SHAFT WALL PARTITION

BASE

HEAD

PLAN

HT VARIES

MTL STUD PARTITION
(RATED & NON-RATED)

BASE

HT VARIES

PLAN

HEAD

TYPE  STUD  INSUL RATING  UL#  STC  NOTES

F1  2 1/2"  SIB  NONE    

  

F2  3 5/8"  SIB  NONE

      

TYPICAL MTL STUD FURRING
@ EXISTING MASONRY WALL

TYPE  STUD  INSUL RTG  UL#  STC  NOTES

B1  7/8"  NONE  NONE   

B2  1 5/8"  NONE  NONE    

 

B3  2 1/2"  NONE  NONE    

B4  3 5/8"  NONE  NONE    

  

      

TYPE  STUD  INSUL RATING  UL#  STC  NOTES

G1  1 5/8"

G2  2 1/2"

G3  3 5/8"     

G4  6"

      

TYPE  STUD  INSUL RTG  UL#  STC  NOTES

E1R  2 1/2"  SIB  1 HR  U499  40  1 LAYER GWB

 CH&J

E2R  2 1/2"  SIB  2 HR  U428  45  2 LAYERS GWB  

 CH&J     

E3R      

        

E4R  4"  NONE  3 HR  U415  45  3 LAYERS GWB

 CH&J   

  

      

ACOUSTIC PARTITION

TYPE  STUD  INSUL RTG  UL#  STC  NOTES

A1  3 5/8"  SIB  NONE   45  HIGH IMPACT GWB

A1R  3 5/8"  SIB  1 HR  V438  45  HIGH IMPACT GWB

 

A2  3 5/8"  SIB  NONE   55  2 LAYERS GWB EA SIDE

A2R  3 5/8"  SIB  2 HR  V438  55  2 LAYERS GWB EA SIDE

A3  6"  SIB  NONE   45

A3R  6"  SIB  1 HR  V438  45  

A4  3 5/8"  SIB  NONE   53  

      

A4R  3 5/8"  SIB  3 HR  V438  53  

      

TYPE  STUD  INSUL RTG  UL#  STC  NOTES

   

   

  

    

  

TYPE  STUD  INSUL RTG  UL#  STC  NOTES

D1  3 5/8"  SIB  NONE  

 

 

   

   

  

      

H J K

1"

1"

1" UNDERSIDE OF
STRUCTURE

LINE OF FINISH CEILING

CMU

RIGID INSULATION

LINE OF FINISH CEILING

5/8" PTD GWB

CMU

UNDERSIDE OF
STRUCTURE

CONT ACOUSTICAL
SEALANT

SCHED BASE

1 5/8" MTL STUD

FLOOR SLAB

BRACING ANGLE. REF.
STRUCT.

BRACING ANGLE. REF.
STRUCT.

AIR SPACE

CMU

FLOOR SLAB

LINE OF FINISH CEILING

CMU

UNDERSIDE OF
STRUCTURE

BRACING ANGLE. REF.
STRUCT.

FLOOR SLAB

CMU PARTITION W/ MTL STUD
FURRING

BASE

PLAN

HEAD

HT VARIES

BASE

PLAN

HEAD

HT VARIES

INSULATED CMU PARTITIONCMU PARTITION

BASE

PLAN

HEAD

HT VARIES

TYPE  STUD  INSUL RATING UL#  STC  NOTES

H1  CMU  NONE  NONE     8" CMU

  

H1R  CMU  NONE  1 HR    U906   8" CMU   

   MIN.     

H2R  CMU  NONE  2 HR    U906   8" CMU  

   MIN.  

H2RA  CMU  NONE  2 HR    U906   12" CMU  

   MIN.  

H3R  CMU  NONE  3 HR    U904   8" CMU    

   MIN.  

H3RA  CMU  NONE  3 HR    U904   12" CMU    

   MIN.  

H4  CMU  NONE  NONE     4" CMU

     

TYPE  STUD  INSUL RATING UL#  STC  NOTES

J1  CMU  NONE  NONE    8" CMU WITH 2 1/2"  MTL STUD

      FURRING ON BOTH SIDES

J2R  CMU  NONE  2 HR    U906   8" CMU WITH 2 1/2"  MTL STUD

     SIM.    FURRING ON BOTH SIDES

J3R  CMU  NONE  3 HR    U906   8" CMU WITH 2 1/2"  MTL STUD

      FURRING ON ONE SIDE

J4  CMU  NONE     1 5/8" MTL STUD @ CORRIDOR

      

TYPE  STUD   INSUL        AIR SPACE     STUD    RATING UL#   STC      NOTES

K1  8"CMU  2" RIGID   1"     4" CMU  

  

     


	A8.01

